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Docket W-20724A-10-0049 
Corporation L-I 555983-7 

Summary and Request 

Uphill Water Company (UWC) submitted an application for a CC&N in February 2010. The original 
application was for a service area to include all of Section 5, Township ION, Range 24E, Apache 
County AZ. The original concept was to provide piped water to any and all residential customers in 
the I square mile area described above. 

UWC owners met with Commission staff on 3 or more occasions since the original application was 
submitted. In each meeting, the subject of the proposed service area was discussed. The width and 
depth of accounting, engineering and other paperwork motivated UWC to re-evaluate the current 
focus and capabilities of the company to effectively and economically provide water. Our real mission 
is (and has been) to provide bulk water to people in the area who do not have wells and/or who do 
must haul their water. 

Uphill Water Company (UWC) is being constructed at the intersection of Arizona Highway 61 and 
Stanford Road (ACR#8235). UWC will provide potable water to bulk purchasers who will be able to 
purchase water from a Standpipe. 

The revisedlamended application now establishes the service area as follows. 

iew and approval of our application with this change in 
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Proiect Description 
Uphill Water Company (UWC) is being constructed at the intersection of Arizona Highway 61 and Stanford 
Road (ACR#8235). UWC will provide potable water to bulk purchasers who wilt be able to purchase water from 
a Standpipe. The Stanford General Store, also being constructed in the area will supply groceries, fuel and 
hardware to the local community of western and southern Apache County as well as traffic moving to and from 
eastern Arizona and New Mexico to Southem/Central Arizona and the greater Phoenix and Tucson areas. The 
store is a 3000 square foot building located on 2 acres directly adjacent to Hwy 61 and ACR8235. Water 
delivery will be at a water standpipe (for water haulers). The estimated average daily annual flow is expected to 
be 5000 gallons per day for the standpipe and 400 gallons per day for the store. 

0 Parcel Number 106-22-021C (aka “021a” Standpipe, and “012b Well) 

Design 

Water is provided by a well and submersible pump located on the adjoining property. The well is approximately 
500 feet east of the store and standpipe. Well details are included in the CAD drawings but generally described 
is a 500 ft deep well, pumping up to 30 gallons per minute with a 5 HP submersible pump. 

0 Well and Storage 

The well pumps to a 5000 gallon storage tank located in the NE corner of the property. The tank is 12 feet high 
and 8 ft diameter and provides static pressure to the standpipe and store which are approximately 40 feet 
below the tank elevation. 

0 Store 
The store water supply is provided by pressurization of the water from the standpipe building into the store 
using a standard bladder tank and pressure system. Water will be piped approximately 30 feet underground to 
the store from the bladder tank at approximately 50 psi. There are taps in the store including bathrooms, a 
utitiiy room, a deli and a beverage dispenser. 

0 Standpipe 
The standpipe is intended to provide water to customers in their own containers. Quantities may vary from a 
few gallons to hundreds of gallons at a time. Water will be protected from cross connection and backflow using 
positive (gravity) head pressure, check valves and air gaps. 

General Engineering 
All materials, design concepts and facilities comply with appropriate NSF, AWWA, ADWR and ADEQ 
regulations and guidance. 



Service Area 
Standpipe 

The Standpipe will provide water to customers who bring their own container. The customers reside in rural 
areas within 10 miles from the Standpipe and come to the standpipe to fill their containers. All sales are on a 
cash and carry basis. Sales will be delivered through a 2” water meter and an overhead, sanitary delivery pipe. 
All facilities will be in compliance with ADEQ requirements for a transient noncommunity water system. There 
are NO residential connections in this application. There are NO piped connections except to the store. 

ACC - Utility Number 
W2597A 
W2121A 
W20475A 

Rate for Bulk Water 
In keeping with standard rates in the area, UWC will set its rates to be commensurate with other company’s 
rates. This is because we believe that others have determined the appropriate cost of this service and product 
and we understand that the rates need to be competitive and affordable. We researched the ACC Docket to 
find the following information for area water companies. We will track the cost of providing this service and 
product over time and will stand before the commission for review at an appropriate time in the future. 

Utilitv Name 
Cedar Grove Water, Inc $5.00 
Livco Water Service $5.00 
WATCO $5.00 

Rate per 1000 Gallons in Bulk Sales from Standpipe 

Existing Rates Approved by ACC for Vended/BulWStandpipe Water Sales in 3 NE 

Water will be sold per thousand gallons or in smaller quantities and prorated accordingly for smaller quantities 
(See Examples Below). All water sales will be dispensed by qualified staff at a dispensing service rate of $1 .OO 

Special Mention 
0 Water Conservation 

o Rainwater collection will take place at the store. All roof rainwater will be collected and used for 
landscaping 

o Xeriscape Landscaping (http://xeriscapelandscaping.org) will be employed to minimize water 
use for effective landscaping around the Standpipe and Store. 

o The Standpipe and Well building roofs have been completely insulated using closed-cell foam 
insulation which has an R value of approximately R30. This will save considerable energy cost 
for heating the water facilities. 

o The water facilities will be heated with solar heat to further conserve energy 
0 ServiceArea 

o This is probably the smallest water company service area in AZ - 4 acres 

0 Energy Conservation 

http://xeriscapelandscaping.org
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